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SINGLE ARM TANGENT AND 3—-WAY TAP STRUCTURE DETAIL
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SEE PHASE WIRE
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SCALE: NONE

GROUNDING

DETAIL

SCALE: NCNE

. CONSTRUCTION FOR WIRE SIZES #4 SOUD COPPER TO #3/0 ACSR (6/1).
. GROUND OVERHEAD STATIC AT EVERY FOLE (SEE GROUNDING DETAL).

WHERE RAPTOR PROTECTION IS REQUIRED, GROUNDING DAWN CONDLKCTOR
SHALL BE INSULATED TG 3'-0° BELOW CRQSS ARM BRACE.

STAFLES ON GROUND WIRE SHALL BE 2°-0" AFART EXGEPT FOR A
DISTANGE OF B'-D” ABOVE GRAOLIND AND 8&'—0" FROM TQP QF PCLE
WHERE THEY SHALL BE 6" APART.

. FOR BILL OF MATERIALS, SEE DWG. ST—G4010-17, SHT. 2 OF 2.
. EQUIPMENT ITEM NUMBERS [@) REFER TO EQUIPMENT NUMBERS IN

LANL SUPFORT SERVICES TONTRACTOR'S MASTER BILL OF MATERIALS.
ONLY THQSE NUMBERS USED ON THIS DRAWING ARE SHQWN.
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DRAWING DEVELQPED FOR ML—3/ML—4
PROJECTS.  FOR ML-1/ML-2,
ADDITICNAL REQUIREMENTS AND QA
REVIEWS ARE REQUIRED. (REMAVE
THIS NQTE WHEN INSERTED INTQ A
DRAWING FACKAGE).
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